
Fire Evacuation Key

Occupany level within area

0

Protected areas: walls, floors, ceilings and doors to achieve 30minute fire resistant construction.

Protected areas: walls, floors, ceilings and doors to achieve 60 minute fire resistant construction.

Shared Escape Route

Existing wall to achieve min 30 minute fire rating (suitability of wall to be confirmed on site by Pure Gym Main Contractor

1050 min
Minimum Clear Widths

Fire Escape Route

30

Exit No.

New wall to achieve min of 30min fire rating

Existing wall to achieve min 60 minute fire rating (suitability of wall to be confirmed on site by Pure Gym Main Contractor

New wall to achieve min of 60min fire rating

Drawing to be read in conjunction with Princess Square Retrospective Fire Strategy which states BS9999 is to be used for travel distances. Risk
Profile B2 - occupants awake and unfamiliar with building. This would result in single actual travel distance of 20m and two way actual travel
distance of 50m. 4.1mm width per person.

In line with Sections 16.4 & 16.6 of 'BS9999' - the adjacent calculations provide justification for the clear opening widths for escape from each
floor level / room in accordance with Table 11 & Table 12 and Annex E.

First Floor
Exit 1 Clear Opening Width = 1060mm (allows 258 persons to escape)
Exit 2 Clear Opening Width = 1600mm (largest opening to be discounted)
Exit 3 Clear Opening Width = 1600mm (allows 390 persons to escape)

Total Aggregate Width for unit (Less Largest Opening Width of 1600mm from Exit 2) = 2660mm
Floor Total Estimated Occupancy Capacity = 648 Persons

Sprinklers
System design and installed in compliance with Princess Square Retrospective Fire Strategy, BS EN 12845:2015 & LPC Technical Bulletins.

Fire Alarm
Fire Alarm designed and installed to Princess Square Retrospective Fire Strategy and BS 5839. Smoke & heat detection / emergency lighting by
specialist. Please refer to M&E engineer's drawings / specifications.

Escape Lighting
Emergency escape lighted designed and installed in accordance with BS 5266: Part 1. Please refer to M&E Engineer's drawings for final layout
and specification.
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Wallboard on 70mm stud to take
pipework to service corridor

RWP to be amended to run close
to column. Wallboard on 70mm
stud to 3.7m high

Shop front to be boarded out in Fireline
board at high level to 6no bays . Taped,
jointed and decorated

Service Corridor

Service C
orridor

Service Corridor

Service Corridor

Service Corridor

Service C
orridor

Service C
orridor

LIFT / STAIRWELL

ATRIUM

Service Corridor

Service C
orridor

Service Corridor

Service Corridor

Service Corridor

Service C
orridor

Service C
orridor

LIFT / STAIRWELL

ATRIUM

Single

Vo
id

 to
 th

e
De

ck
 M

al
l

Fl
at

 R
oo

f
(e

sc
ap

e
ro

ut
e)

Ex
te

rn
al

Es
ca

pe
 S

ta
ir

Li
ft

Lo
bb

y

Service
lift

St
ee

l/C
he

qu
er

pl
at

e 
pl

an
t

su
pp

or
t a

re
a 

at
 h

ig
h 

le
ve

l
w

ith
 g

ua
rd

 ra
il 

al
l r

ou
nd

10
00

 a
bo

ve
 p

la
tf

or
m

 le
ve

l

Gr
ee

n
co

re

Smoke
vent

Fire
Exit

M
ar

sh
al

co
re

O
ra

ng
e

co
re

Ce
nt

ra
l

At
riu

m

U
ni

t G
1

Se
re

ni
ty

U
ni

t G
2 

/ 3
M

ar
c 

An
to

ni
U

ni
t G

4
Lo

w
ry

Je
w

el
le

rs

U
ni

t G
5

Ba
s

Bo
ok

s

Gr
ee

n
co

re

U
ni

t K
1

Ho
lly

w
oo

d
N

ai
ls

U
ni

t K
2

Ju
st

 in
 a

Ti
ck

U
ni

t K
3 

/ 4
Pi

ct
ur

e
Fr

am
in

g
Ce

nt
re

U
ni

t K
5

Va
ca

nt

U
ni

t L
SU

4 ²

Ro
of

P
G

L'
za

d
e

P
G

bylayer

bylayer

###########

BYLAYER

BYLAYER

BYLAYER2####

BYLAYER1####

BYLAYER2####

BYLAYER1####

###########

1

2

3

16
00

 C
LE

A
R

16
00

 C
LE

A
R

1060 Clear

MALL
EXIT

FIRE
EXIT

FIRE
EXIT

1365

DOOR POSITION TO BE PROPERLY
FIRESTOPPED

A

FIRE
EXIT

BYLAYER BYLAYER

MALL
EXIT

B

Wallboard on 70mm stud to take
pipework to service corridor

RWP to be amended to run close
to column. Wallboard on 70mm
stud to 3.7m high

Shop front to be boarded out in Fireline
board at high level to 6no bays . Taped,
jointed and decorated

Pure Gym Ltd
Town Centre House
The Merrion Centre
Leeds
LS2 8LY

e: architecture@puregym.com
t: 0113 285 8787
w: www.puregym.com

PROJECT TITLE DRAWING TITLE

DATE SCALEDRAWN / CHECKED JOB No DRAWING No

Rev

Rev Date      Description Drawn/ Checked

DRAWING PURPOSE

RECORD

Bracknell
The Lexicon, Princess Square Shopping Centre, RG12 1LS

Fire Evacuation Plan
First Floor Plan
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Rev

General Arrangement plans are to be read in conjunction with the Pure Gym
Standard details as issued as part of this Construction Pack.

Proposals must comply with all Acoustic, Fire and Building Regulation
Requirements. Acoustic Requirements have been set out in the Acoustic
Report and verified with onsite testing.

No dimensions are to be scaled from this drawing. The Contractor is
responsible for checking dimensions on site.

First Floor Overview
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